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GENERAL DEMOLITION NOTES:
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. CASEWORK HAVE BEEN REMOVED FROM CONNECTING WALLS TO REMAIN. PREPARE
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7 REPAIR ANY EXISTING WALLS TO REMAIN DAMAGED BY DEMOLITION OR NEW
g CONSTRUCTION AND PAINT OR_FINISH FULL HEIGHT OF EXPOSED WALL SURFACE
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REMOVE ALL WALL, CEILING, AND FLOOR MOUNTED ACCESSORIES WHICH THE
OWNER MAY HAVE NOT REMOVED, AND VERIFY WITH OWNER THEIR SALVAGE.

PATCH/REPAIR WALLS THAT ARE TO REMAIN WHERE ITEMS WERE ANCHORED.

i REMOVE ALL CORNER GUARDS AND CLIPS AT COLUMNS OR CORNERS WHERE
I FURRING REMAINS. PATCH AND REPAIR SUBSTRATE TO RECEIVE NEW FINISH OR

0 HB.

NEW 4'-0" HIGH CORNER GUARD.

COORDINATE WITH M/E/P DRAWINGS FOR ADDITIONAL_DEMOLITION IN_FLOORS,
WALLS AND ROOFS & RELATED ITEMS AS REQUIRED TO ACCOMMODATE NEW
CONSTRUCTION OR UTILITIES ON THESE FLOORS OR RELATED ADJACENT FLOORS.
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DEMO-ED WALL LOCATION. PREPARE NEW SURFACE TO RECEIVE NEW FINISHES.

DURING DEMOLITION AND CONSTRUCTION PHASES, MAINTAIN ALL REQUIRED
EXISTING WALL RATINGS AT WALLS TO REMAIN, AS ARE INDICATED ON DRAWINGS.

CORE—DRILLING/INTERRUPTIONS ARE TO BE COORDINATED WITH VA. EFFORTS
WILL BE MADE TO ACCOMMODATE PATIENT/STAFF USAGE OF AREAS DIRECTLY
ABOVE, BELOW, OR ALONGSIDE DEMOLITION. LONG-TERM WORK TO BE
COORDINATED WITH THE HOSPITAL.

CONTRACTOR TO MAINTAIN 5'—0" CLEAR MINIMUM AT CORRIDORS ACCESSIBLE TO
STAFF, PATIENTS OR THE PUBLIC.

CONTRACTOR TO COORDINATE WORK WITH HOURS OF SERVICE OPERATION,
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DEMOLITION NOTES:

SAWCUT EXISTING CONCRETE FLOOR SLAB FOR NEW UNDERSLAB PLUMBING
LINE ROUTE. SEE PLUMBING DRAWINGS AND ENLARGED PLANS ON SHEET
A—401. iNFILL EXISTING SLAB WITH POURED CONCRETE AS PER
SPECIFICATION SECTION 03 30 53. NOTE: FINISH FLOORS SHALL SLOPE TO
DRAIN MINIMUM Jg" PER FT.

@ REMOVE EXISTING HOLLOW METAL DOOR AND FRAME.

@ PROVIDE OPENING IN EXISTING WALL PARTITION FOR NEW DOOR AND FRAME.

SAWCUT EXISTING CONCRETE FLOOR SLAB FOR NEW UNDERSLAB ELECTRICAL
AND DATA CONDUIT, PULLSTRINGS AND FLUSH MOUNT FLOORBOX, SEE
ELECTRICAL PLANS AND SPECIFICATIONS.
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Door SIZE DOOR FRAME DETAILS R';',:’:d
No. Room Name Width | Height |Thickness| Type| Material | Glass | Fin. | Type | Material Width | Fin. Sill Jamb Head |Hardware |[Assembly COMMENTS
B300 |STORAGE (LIFT) PR 3’-0" 7°-0” |1 3/4” | D1 HM - |PA-2| F2 HM - |PA-2 - - - 1 -
B301 |JANITOR’S CLOSET 3-6" | 77-0” |1 3/4” | D1 HM - |PA-2| F3 HM - |PA-2 - - - 2 -
B303 |STORAGE EXIST | EXIST EXIST EXIST EXIST PA-2 - - - - -
B305 |OFFICE (UTILIZATION MGMT) 3-0" | 77-0” |1 3/4”| D1 | WOOD - |SIN| F2 HM - |PA-2 - - - 7 -
B306 |WOMEN’S RESTROOM 3-0" | 77-0” |1 3/4” | D1 | WOOD - |[STIN| F2 HM |PA-2 - - - 4 -
B307 |OFFICE (PAYROLL) 3-0" | 77-0” |1 3/4”| D1 | WOOD - |[SIN| F1 HM - |PA-2 - - - 8 -
B307-A|WORK ROOM (PAYROLL) 3-0" | 77-0” |1 3/4” | D1 | WOOD - |STN| F2 HM - |PA-2 - - - 5 -
B309 |VESTIBULE 3-0" | 77-0”" |1 3/4” | D1 | WOOD - |STN| F2 HM - |PA-2 - - - 6 -
B310 |OPEN OFFICE (LOGISTICS) 3-6" | 77-0” |1 3/4” | D1 | WOOD - |SIN| F2 HM - |PA-2 - - - 8 -
B310—A|CONFERENCE (LOGISTICS) 3-0" | 77-0” |1 3/4” | D1 | WOOD - |STN| F2 HM - |PA-2 - - - 3 -
B310-B|OFFICE (LOGISTICS) 3-0" | 77-0” |1 3/4”| D1 | WOOD - |SIN| F2 HM - |PA-2 - - - 3 -
B311 WAITING (EDUCATION) 3-6" | 77-0" |1 3/4”| D1 | WOOD - |STN| F2 HM - |PA-2 - - - 7 -
B311-A| OFFICE (EDUCATION) 3-0" | 77-0” |1 3/4”| D1 | WOOD - |SIN| F2 HM - |PA—2 - - - 12 -
B311-B| OFFICE (EDUCATION) 3-0" | 77-0” |1 3/4” | D1 | WOOD - |STN| F2 HM - |PA-2 - - - 5 -
B311-D| OFFICE (EDUCATION) 3-0" | 77-0” |1 3/4” | D1 | WOOD - |STN| F3 HM - |PA-2 - - - 3 -
B311-E| OFFICE (EDUCATION) 3-0" | 77-0” |1 3/4” | D1 | WOOD - |SIN| F3 HM - |PA—2 - - - 3 -
B311-F| OFFICE (EDUCATION) 3-0" | 77-0” |1 3/4” | D1 | WOOD - |STN| F2 HM - |PA-2 - - - 3 -
B311-H| OFFICE (EDUCATION) 3-0" | 77-0” |1 3/4” | D1 | WOOD - |STN| F2 HM - |PA-2 - - - 3 -
B313 | OPEN OFFICE (FISCAL/DSS) | 3’-6" | 7°-0" |1 3/4” | D1 | WOOD - |SIN| F2 HM - |PA—2 - - - 8 -
B313-A| OFFICE (FISCAL/DSS) 3-0" | 77-0” |1 3/4” | D1 | WOOD - |STIN| F2 HM - |PA—2 - - - 3 -
B313-B| OFFICE (FISCAL/DSS) 3-0" | 77-0” |1 3/4” | D1 | WOOD - |SIN| F2 HM - |PA-2 - - - 3 -
B313-D| OFFICE (FISCAL/DSS) 3-0" | 77-0” |1 3/4” | D1 | WOOD - |STIN| F2 HM - |PA-2 - - - 5 -
B313-E| OFFICE (FISCAL/DSS) 3-0" | 77-0” |1 3/4”| D1 | WOOD - |STN| F2 HM - |PA—2 - - - 3 -
B315 | EDUCATION STORAGE 3-0" | 77-0” |1 3/4” | D1 | WOOD - |STIN| F2 HM - |PA—2 - - - 10 -
B317 | CONFERENCE 3-0" | 77-0” |1 3/4” | D1 | WOOD - |STIN| F2 HM - |PA—2 - - - 9 -
B319 MEN’S RESTROOM 3-0" | 77-0” |1 3/4” | D1 | WOOD - |STIN| F2 HM - |PA—2 - - - 1 -
B321 RECEPTION (ESS) 3-6" | 77-0” |1 3/4” | D1 | WOOD - |STN| F2 HM - |PA—2 - - - 8 -
B321-A| OFFICE (ESS) 3-0" | 77-0” |1 3/4” | D1 | WOOD - |STN| F2 HM - |PA-2 - - - 3 -
B321-C| OFFICE (ESS) 3-0" | 77-0” |1 3/4” | D1 | WOOD - |SIN| F2 HM - |PA-2 - - - 3 -
B323 | OFFICE 3-0" | 77-0” |1 3/4”| D1 | WOOD - |SIN| F2 HM - |PA-2 - - - 7 -
B325 | OFFICE (EMS) 3-0" | 77-0” |1 3/4”| D1 | WOOD - |STN| F2 HM - [PA-2 - - - 7 -
B79 OFFICE (CONTRACTING) EXISTING TO REMAIJIN
B8O RECEPTION (HR) 3-0" | 77-0” |1 3/4”| D1 | WOOD - |STN| F1 HM - |PA-2 - - - 8 -
B80-B | WORK ROOM (HR) 3-0" | 77-0” |1 3/4” | D1 | WOOD - |STN| F2 HM - |PA-2 - - - 3 - -
B80-C | OFFICE (HR) 3-0" | 77-0" |1 3/4” | D1 | WOOD - |SIN| F2 HM - |PA—2 - - - 3 - -
B80-D | OFFICE (HR) 3-0” | 77-0” |1 3/4”| D1 | WOOD - |SIN| F2 HM - |PA-2 - - - 3 - -
B80-E | OFFICE (HR) 3-0" | 77-0” |1 3/4”| D1 | WOOD - |SIN| F2 HM - |PA—2 - - - 3 - -
B80-F | OFFICE (HR) 3-0” | 77-0” |1 3/4”| D1 | WOOD - |SIN| F2 HM - |PA-2 - - - 3 - -
B80-G | OFFICE (HR) 3-0" | 77-0” |1 3/4” | D1 | WOOD - |SIN| F2 HM - |PA-2 - - - 3 - -
GENERAL NOTES
1. ALL WOOD DOORS TO BE FLAT PANEL WITH CLEAR
PENETRATING SATIN STAIN
2. SEE SPECIFICATIONS FOR HARDWARE GROUPS
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